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Staff present: On File 

 

Public present:     
 

 
1. Baby changing table location.  – Can be put in accessible stall and meet all the clearances. 
 
Kyle, 
The old edition of Vol. I-C, later called the NC Accessibility Code, prohibited baby changing stations 
within accessible stalls and did require that, if provided, they be located within both the men’s and 
woman’s restrooms. We did, however, permit their use within the accessible stalls if they were located 
outside the clear floor area of any fixture and outside the door swing, with the BCS in the down position. 
But that was ten years ago. 
2009 ANSI 603.5 references both ANSI 309 and ANSI 902. Other than that, BCS have been 
permitted within accessible stalls subject to the following: 
The BCS, in the down position, cannot overlap any clear floor area or door swing. 
The clear floor area for the BCS may overlap any other clear floor area or door swing 
The above differs slightly from the interpretation in the ANSI Commentary. It is however, the 
interpretation based on decades of experience and precedence in interpretations within the state by this 
office. 
If I can be of additional assistance, please let me know. 
Laurel W. Wright 
Chief Accessibility Code Consultant  
NC Dept. of Insurance –  
Office of State Fire Marshal  
Street: 322 Chapanoke Road, Suite 200,Raleigh, NC 27603-3400 
Mail: Mail Service Center #1202, Raleigh, NC 27699-1202 
T: (919) 661-5880, Ext. 247 
F: (919) 662-4414 
E-M: Laurel.Wright@ncdoi.gov 
Mbr: ANSI A117.1 Committee 
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2. Rated stud wall at a rated masonry wall – No you do not need to do it provided you fire-stop it. It needs 
to be a shaft or fire wall not a part wall on lot line. 
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3. Intersecting walls & opening wrap interpretation – Mecklenburg County has an interpretation on how 
to construct it. On 2 hr exterior wall opening needs to be wrapped in Sheetrock and less then 10’ from 
property wall. Starts after November 1st. 
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4. Contrasting nosing-DOI interpretation –Not required anymore. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
5. Height restrictions on shaft liner walls – Need to look at the manufacturer on the allowable height 
limitation for the product. 
 
6. Fire alarm testing-901.5 – The test has been left to the fire inspector or fire marshal. 
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7. Transfer shower seat requirements – See ANSI requirements for showers. 
 
Transfer shower seat  
1. Seat backwards 
2. Grab bars long leg on wrong wall 
3. No vert. Grab bar.  

 
 
 
 
 
 
 
 
 
 

 
8. Approved plans and sheet index on site, on-schedule sealed drawings – The water mark needs to be on 
the plans. On schedule plans does not have the stamp but need the sheet index with the plan dates that are 
approved. Watermark should be added in the future to all plans. 
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9. RTAP policy & procedure changes – Working on new policy and there will be training on it. 

 
10. Rated wall labelling – Labeling can not obstructed from view. If rating changes should be indicated to 
show right rating. 
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11. Code Amendments effective January 1st, 2015. 
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12. There will be a presenter for the next meeting. 
 
 

WE STRIVE TO PROVIDE EXCELLENT PLAN REVIEW AND INSPECTIONS WITH 

OUTSTANDING CUSTOMER SERVICE 
 
 
  Approved By ___Lon McSwain_________ Date _11/12/2014______ 


